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Abstract: Building energy need simulations are usually performed using input files that contain
information about the averaged weather data based on historical patterns. Therefore, the simulations
performed are not able to provide information about possible future scenarios due to climate change.
In this work, future trends of building energy demands due to the climate change across Europe
were studied by comparing three time steps (present, 2050, and -2080) in three different European
cities, characterized by different Köppen-Geiger climatic classes. A residential building with modern
architectural features was taken into consideration for the simulations. Future climate conditions
were reached by applying the effects of climate changes to current hourly meteorological data though
the climate change tool world weather file generator (CCWorldWeatherGen) tool, according to the
guidelines established by the Intergovernmental Panel on Climate Change. In order to examine the
resilience of the building, the simulations carried out were compared with respect to: peak power,
median values of the power, and energy consumed by heating and cooling system. The observed
trend shows a general reduction in the energy needs for heating (–46% for Aberdeen, –80% for
Palermo, –36% for Prague in 2080 compared to the present) and increase (occurrence for Aberdeen) in
cooling requirements. These results imply a revaluation of system size.
Keywords: climate change; future trends; energy needs; residential sector; buildings resilience;
EnergyPlus
1. Introduction
Over the next several decades, a primary challenge for countries all over the world will be how to
reduce the demand of fossil fuels. Energy demands in developed countries affect 60% of the global
electricity consumed in the residential and commercial sector. The energy used in buildings is usually
20%–40% of the total energy consumed from every single country, with a global average of 30% [1].
The most influential part of this type of energy consumptions is given by heating systems during cold
months and cooling systems during warm months [2]. Future predictions reveal an increase in the
global energy demand due to the prosperity of emerging countries (characterized by a developing
economy and growing population). However, the constantly growing eco-friendly attitude adopted by
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people living in industrialized countries has caused an optimization process of energy consumptions
in the residential sector [3–5].
Such situation will lead to a less accentuated growth rate of energy consumption than in
the past and a decreasing use of non-renewable energy resources [6]. Over the past 20 years,
there has been considerable research [7,8] done to optimize building envelopes [9,10] and their
systems [11,12]. The technological repercussions of these researches combined with national and
international regulations that impose the enhancement of energy efficiency on buildings (both existing
and new) started an eco-friendly process that reduced energy consumption in the residential sector.
At the end of the last century, such objective processes seemed impossible to achieve due to the
fragmented situation in the real estate sector [13].
In this scenario it must be specified that the estimated energy requirement of air-conditioning
systems in residential buildings during summer and winter takes into consideration the historical
climate conditions of different geographical areas, which introduces important approximations [14]. It
is known that the global climate is being affected by a warming process [15] caused by the greenhouse
effect, which in turn is caused by anthropic activities [16]. Global climate change affects climate on a
regional scale, but it also impacts local weather conditions that then have consequences on energy
consumption in buildings. In order to perform precise estimations of these demands, it is important to
carry out energy simulations of buildings with hourly time resolution as a function of weather data [17].
Over the past few years, the scientific community has tried to model future scenarios on regional scales
in order to reveal reliable hourly data for meteorological quantities that affect energy performances in
buildings [18–20]. In these studies, climate files for different geographical areas were developed. Shen
examined how climate change will impact the United States [21]; Sanders and Phillipson examined
how it would impact the United Kingdom [22]; Camilleri et al. carried out a case study set in New
Zealand [23]; Li et al. examined the same issue in Tianjin (China) [24]; Dirks et al. focused on buildings
located in the area of the Eastern Interconnection (US) [25]; Invidiata and Ghisi carried out similar
studies in Brazil [26]; and Chan conducted research in Hong Kong [27]. It can be noticed that this topic
is now one of main focuses of the international scientific community.
Examining the effects of future climate changes on local weather conditions is important as
it creates annual weather data that simulates a building’s energy behavior via software capable of
predicting energy consumption.
In a previous study [20], the connection between a building’s spatial location and its energy needs
was investigated. In the present study, the focus shifts to the influence of the evolution of time and
therefore climatic variations due to climate change. Moreover, the aim is to investigate the resilience
of climate change on residential buildings in three different European cities. The cities were selected
based on their geographical location (northern, middle, and southern Europe) and are characterized by
different kinds of climate: Aberdeen (UK, characterized by a north Atlantic climate), Palermo (Italy,
characterized by a Mediterranean climate), and Prague (Czech Republic, characterized by a continental
climate). To achieve this goal, three time slices in each city were considered: the present, 2050, and
2080. For each time slice, a dynamic energy simulation was made for the same standard building using
the software EnergyPlus (Section 2).
Recent studies have investigated the effect of climate change on the energy consumption of
residential, commercial, and office buildings (e.g., Kalvelage et al. [28] and Shen [21] in the US; Invidiata
and Ghisi [26] in South America; Jylhä et al. [29], Barbosa et al. [30], and Nik and Sasic Kalagasidis [31]
in Europe; Wan et al [32] in China; Wang et al. [33] in Australia; Ouedraogo et al. in Africa [34]).
The articles by Kalvalage et al. and Shen used EnergyPlus with a future weather file for US cities that
belong to different climatic zones for commercial buildings and office/residential buildings. They agree
on the tendency to a decrease the energy demand for heating and increase the energy demand for
cooling. Further, they highlight two different consequences of climate change: the increased influence
of air humidity indoors [28] and the narrowing of the energy gap between cold and hot climates in
the US [21]. Invidiata and Ghisi [26] used the same methodology of this work (EnergyPlus software
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and CCWorldWeather tool for developing future weather data) on three cities in Brazil, showing that
the annual energy requirements will increase up to 185% in 2080 and that a reduction of 50% in the
future energy consumption could be achieved through passive design strategies. According to the
results of the dynamic building energy simulations by Jylhä et al. [29], even in a northern European
country such as Finland, the annual energy bill for heating will decrease by 20%–40% by 2100, while
the energy needs for cooling will increase by 40%–80%. Ouedraogo et al. [34] estimated that due to
climate change, indoor comfort in Burkina Faso public buildings will call for an increase of 99% for the
period 2060–2079 compared to current energy consumption. They also showed the future key role of
the shadowing devices in reducing the cooling load.
Wan et al. [32] calculated the carbon emissions that correspond with projected future levels
of energy consumption in four Chinese climatic areas under two emissions scenarios. Moreover,
Wang et al. [33] considered five regional climates in Australia under three different carbon emissions
scenarios. Nik and Sasic Kalagasidis [31] considered three emissions scenarios and showed that for the
warmest scenario, the cooling demand will be very low in Stockholm.
The novel contribution of this research consists in analyzing the role of climate change in
geographical areas characterized by different types of climate. In fact, the simulation of the same
building, if positioned in three different European cities, makes it possible to focus on the role of climate
change in relation to the current climate, pointing out the resilience to climate change on buildings in
different geographical areas.
2. Materials and Methods
2.1. Study Cities
In this work, three European cities were considered: Aberdeen (latitude 56.4◦), Prague (latitude
50.0◦), and Palermo (latitude 38.0◦). They are located in northern, central, and southern Europe,
respectively. Thus, these cities present different climate features even though they are all European
cities. According to the Köppen-Geiger classification [35,36], Aberdeen is Cfb (C = mid-latitude
temperate, f = wet, b = with hot summer), Prague is Dfb (D = mid-latitude cold, f = wet, b = with hot
summer), and Palermo is Csa (C = temperate mid-latitude, s = dry in the summer, a = with very hot
summer) (Figure 1).
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2.2. Weather Data for the EnergyPlus Simulations
For each city and each time slice, a dynamic simulation was performed with the EnergyPlus
software. The input weather data for the simulation related to the present were extracted from the
database on the EnergyPlus [30] website, where weather files are available in a specific format (EPW)
for more than 2100 locations all over the world. These files provide hourly values of weather variables
(e.g., dry bulb and dew point temperatures, relative humidity, atmospheric pressure, wind direction,
and intensity) and solar radiation related variables (e.g., radiation, illuminance, sky cover, visibility,
etc.) for the typical meteorological year. For simulations relating to 2050 and 2080, the weather data
were produced using the climate change tool world weather file generator [37] (e). For each city, this
tool produces the weather file typical of the future climate (in particular, for the years 2050 and 2080)
starting from the EnergyPlus weather file and using the morphing technique [38]. Used with the
EnergyPlus weather file, the input data for the morphing procedure is the HadCM3 model output that
corresponds with the A2 emissions scenario. HadCM3 stands for the Hadley center coupled model
version 3; it is a general circulation model (GCM) used to performed numerical experiments for “the
construction and application of climate change scenarios for climate change impacts assessments”
of the Intergovernmental Panel on Climate Change (IPCC). The A2 scenario is one of the emission
scenarios constructed by the IPCC about future global production of greenhouse gases and aerosol
precursor emissions. CCWorldWeatherGen’s users do not have an option to choose between this model
and another model for the morphing procedure.
The trend of the current annual temperatures in the three cities is shown in Figure 2.
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Using the hourly temperature values provided by the database of EnergyPlus and the
CCWorldWeatherGen tool, it is possible to determine the average monthly temperatures for the
three cities and three time slices (the present, 2050, and 2080). Figure 3 shows the trends of average
monthly temperatures and highlights the average monthly temperature increases in 2050 and 2080
with respect to the current situation.
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Moreover, the values of heating degree day (HDD) and the cooling degree day (CDD) have been
computed for each city and each year. Figure 4 shows the values of HDD and CDD normalized with
respect to the current year.
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2.3. Building Properties
Figure 5 shows the layout of the building. The “standard floor” represents the story’s characterized
by nine apartments.
The simulated residential building has a standard structure, with three floors and three apartments
per floor. Each apartment is inhabited by four persons and is characterized by a pilotis surface
separating the structure from the ground, a flat solar cover, and a south-facing facade with balconies.
Thermal transmittance values of the boundary surfaces of the building with respect to the outside are
0.273 W m−2 K−1 for the opaque infill panels and 1.60 W m−2 K−1 for transparent surfaces. Table 1
shows the size and the orientation of these surfaces.
The total internal surface of the building is equal to 1021.44 m2, of which 783.24 m2 are
air-conditioned. The internal surface of each floor is equal to 320.4 m2, of which 261.2 m2 are
air-conditioned both during the winter (heating) and the summer (cooling) period. The net height of
each floor is equal to 2.8 m for a total internal volume of 3063.6 m3, of which 2192.2 m3 are air-conditioned.
The following features were assumed to characterize the building (designed according to the
standards of the early 2000 s): (i) heating system to guarantee an indoor temperature of 20 ◦C over cold
months. The system includes heaters and natural gas condensing boiler with an efficiency of 104.8% of
nominal power; (ii) cooling system to guarantee an indoor temperature of 26 ◦C over warm months
through a split system with a Coefficient of Performance (C.O.P) equal to 3.1.
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Ventilation of inhabited spaces is natural with air changes assumed to equal 0.5 hourly volumes.
The internal heating sources for the building are hypothesized according to the regulations and are
assumed to equal 38 W·m−2 (sensible heat gain from people: 70 W person−1; latent heat gain from
people 45 W person−1). The occupancy schedules are: four persons per apartment, with full occupancy
during the night (from 9.00 pm to 8.00 am). During the daytime, the occupancy of only one person is
from 8.00 am to 2.00 pm, of two persons from 2.00 pm to 6.00 pm, and of three people from 6.00 pm to
9.00 pm.
The building was modelled using SketchUp [39] and implemented in EnergyPlus through
OpenStudio [40]. EnergyPlus [41,42] is a predictive software developed at the national renewable
energy laboratory (NREL) in the US Department of Energy (DOE). Over the last few years, it has
become the main software for the energy simulation in buildings. It also gives the possibility to
use the files weather of more than 2100 geographical areas all over the world and use customized
Energies 2019, 12, 4506 8 of 15
weather files. Thanks to this peculiar feature, starting from the EnergyPlus “current” weather file,
it was possible to obtain the weather files for the future (years 2050 and 2080) for the selected cities.
To this end, the CCWorldWeatherGen was used. This tool uses the morphing procedure of the typical
meteorological year by overlapping the effects of the climate change [43] described by the HadCM3
model output in the four grid points closest to the point examined. Simulations with the EnergyPlus for
the three cities examined were performed using the weather file available on the website of EnergyPlus
for the “current climate” simulations as input. The output was provided by the CCWorldWeatherGen
tool for 2050 and 2080 for the “future climate” simulations.
3. Results and Discussion
Different climate conditions in each of the three cities shows how the same building, subjected to
different climates, can present completely different energy demands. Thanks to the simulations with
EnergyPlus, it was possible to identify the operation hours of the heating and cooling systems. Thus,
we could identify the respective operation seasons for the three cities and time slices. The operation
seasons can be characterized by certain parameters, such as the number of operation hours, the mean
air temperature and standard deviation, the median air temperature, and the extreme air temperatures
(minimum air temperature for the winter and maximum temperature for the summer). Values of
the mean air temperature and standard deviation, the median air temperature, and the extreme air
temperatures are derived from the weather files used as input to EnergyPlus.
These parameters (shown in Tables 2 and 3) allow for the investigation of how the heating and
cooling seasons will change in the future (years 2050 and 2080), with the consequences on energy needs
described below.
Table 2. Parameters typical of the heating seasons.
Heating Season Num Hours [-] Tmean1 [◦C] Stand Dev1 [◦C] Tmin1 [◦C] Tmedian1 [◦C]
Aberdeen
Now 5427 5.67 3.55 −13.24 5.62
2050 4233 6.42 3.20 −11.14 6.41
2080 3646 7.27 3.14 −10.24 7.29
Palermo
Now 1037 11.71 2.35 5.94 11.63
2050 664 12.85 2.22 7.64 12.77
2080 292 13.38 1.93 8.74 13.29
Prague
Now 4810 2.12 5.58 −14.71 1.83
2050 4172 3.46 4.89 −11.51 3.23
2080 3719 4.43 4.61 −9.61 4.23
1 Mean air temperature (Tmean) and standard deviation (Stand dev), median air temperature (Tmedian), and Tmin are
derived from the weather files used as input to EnergyPlus.
Table 3. Parameters typical of the cooling seasons.
Cooling Season Num Hours [-] Tmean1 [◦C] Stand Dev1 [◦C] Tmax1 [◦C] Tmedian1 [◦C]
Aberdeen
Now 2 24.45 0.3 24.67 24.45
2050 40 21.34 2.13 25.97 21.12
2080 109 21.14 2.37 27.31 20.88
Palermo
Now 1289 24.03 2.97 34.27 23.99
2050 1978 26.42 3.18 36.77 26.77
2080 2668 27.96 3.4 38.87 28.46
Prague
Now 117 23.92 3 30.83 23.58
2050 552 23.37 4.42 36.88 22.71
2080 859 24.92 5.13 41.04 24.38
1 Mean air temperature (Tmean) and standard deviation (Stand dev), median air temperature (Tmedian), and Tmax are
derived from the weather files used as input to EnergyPlus.
For both the heating and cooling systems, this article examines: (i) peak power (annual) based
on the future climate change, which is an interesting factor for technicians called to plan systems
and to evaluate the capacities of installed systems with regard to climate change; (ii) median power
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(annual) when the system is active, in order to fulfill the climatization demand to know the time
modulation of the installed power; (iii) energy consumptions (monthly and annual) based on future
climate conditions, to provide more precise predictions about future energy consumptions in different
climatic areas.
The monthly values of the energy needs in the analyzed building and the corresponding increases
in future scenarios were computed based on the conditions described in Figure 3 and are summarized
in Figure 5.
Results in Figure 6 indicate a decreasing demand for heating, especially in the Mediterranean
area (where the energy demand for heating is already very low compared to the cities located further
north). On the other hand, it also demonstrates a considerable increase in needs for summer cooling.
Instead, in Aberdeen, there is currently no need for summer air conditioning and therefore there is no
need to install fitting systems. In the future, however, this need will arise during the central summer
months. These conclusions also apply to Prague, with more pronounced trends.
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Figure 7 shows the annual values of peak power (Figure 7a), median power (Figure 7b), and
energy needs (Figure 7c) for the cities analyzed in the different time scenarios.
Energies 2019, 7, x FOR PEER REVIEW 10 of 15 
 
cooling. Instead, in Aberdeen, there is currently no need for summer air conditioning and therefore 
there is no need to install fitting systems. In the future, however, this need will arise during the 
central s mmer mont s. These conclusions also apply to Prague, with more ronounced trends. 
Figure 7 shows the annual values of p ak power (Figure 7a), median power (Figure 7b), and 
energy needs (Figure 7c) for the cities analyzed in the different time scenarios. 
 
Figure 7. Annual values of: (A) peak power [kW]; (B) median power [kW]; (C) energy demand for 
heating and cooling [kWh] the building examined based on the city and scenario. 
Fig re 7. al val es of: ( ) eak o er [k ]; ( ) e ia o er [k ]; ( ) e ergy e a for
heating and cooling [k h] the building exa ined based on the city and scenario.
Energies 2019, 12, 4506 11 of 15
In terms of annual quantities, the peak power (Figure 7a) that has to be fulfilled by the systems
can define the potentiality of the system (of the boiler for the cooling and chiller for the heating). These
necessities decrease over the winter. Thus, a boiler sized for the current demand will result in oversized
boilers in the future. During the summer, the situation is even more difficult. The cooling system peak
power presents a general increase, which makes the present systems under-dimensioned and unable
to guarantee the thermo-hygrometric comfort during the heavy summer days.
As Figure 7a shows, the decrease in the heating peak power corresponds to a higher percentage
increase of the cooling peak energy demand. However, if the focus shifts onto the values of the
median hourly power (Figure 7b) during the hours when heating or cooling systems are working, it is
possible to notice that the power demand has the same trend of the peak power. It is obvious that
such information represents a prediction that the future energy demand will decrease over winter and
increase in the summer.
Prague is characterized by the lowest winter temperature values and at the same time by the
highest average temperature increase, which in 2080 will be more than double the current one. The trend
of the graphs concerning the energy consumptions (Figure 7c) proves that the heating energy in Prague
currently represents the highest energy demands. This stresses the extent to which the current winter
climate is rigid. An opposite situation characterizes Palermo, a typical Mediterranean city, where
during the winter the energy demand is very low. Aberdeen, with its North Atlantic climate, shows a
halfway situation between Prague and Palermo.
Shifting the attention onto future projections, it can be noticed how the heating demand in Palermo
approaches zero. In a similar way, winter energy consumption decreases in the other two cities.
Although the average temperature in Aberdeen increases less than Prague, the variation in energy
needs is similar. Even in 2080, Prague will remain the city with the highest energy requirement, which
will be similar to the current one in Aberdeen. Overall, global warming in Europe will lead to mild
winter with reduced demand for heating.
Regarding the energy demand for cooling systems (Figure 7c), currently Aberdeen is negligible
(two operation hours) and the number of hours of cooling will increase 20 times in 2050 and 50 times
in 2080. In 2080, Prague will increase by about 7 times and in Palermo by about 2 times. In Aberdeen,
the cooling consumptions will remain negligible, while in Prague they will increase (even though they
do not present high values). On the other hand, in Palermo, the energy consumptions over the summer
will increase even more up to double in 2080.
In the future, the decreasing consumption of energy resources for cooling will be largely outweighed
by the growing needs for electric energy for cooling.
This shows how the climate change will make the geographical areas in southern Europe extremely
warm; maintaining comfort conditions inside buildings will require higher amount of energy.
In 2050 and 2080 energy consumption for heating and cooling will increase in percentage as shown
in Table 4.
Table 4. Energy demand variations compared to the current year.







Prague 2050 –24% 973%
2080 –36% 2316%
The high percentage values of Aberdeen and Prague are due to the fact that the current values are
very small. Figure 7c shows the change in time of the energy consumption for cooling and heating in
the studied building.
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4. Conclusions
In the near future, climate change will affect the heating and cooling energy demands in residential
buildings. In Europe, the climate will undergo a general warming, to different degrees, for different
geographical areas.
The change in the global climate will lead to mild winters all over Europe. Such conditions will be
advantageous in terms of energy for northern regions (westward, on the Atlantic side, and eastward in
the hinterland). Future climate conditions will lead to remarkable energy savings for heating in the
geographical areas currently characterized by rigid climates. However, over the summer, European
continental countries will experience an increase in cooling energy demands. On the other hand, cities
located in southern Europe will experience long and frequent periods of intense summer heat. These
phenomena, which today are considered uncommon, will become more recurrent. In these situations,
keeping comfort temperatures inside buildings will be an onerous task. Moreover, current cooling
systems will become under-dimensioned and it will be necessary to re-plan them in order to fulfill the
peak power demand.
This article focused on the future climate trend and its effect on the energy consumptions required
to guarantee thermo-hygrometric comfort conditions inside residential buildings. It is assumed that
the analyzed building maintains its characteristics (both of its envelope and its installations) over time
in order to analyze the future trends of energy consumption due to climate change. Even if authors
are aware of thermo-physical characteristics, it will change in the future, and this investigation of the
resilience of the simulated building to the external climatic conditions required this assumption.
Simulations of the energy demand for heating and cooling a hypothetical building dating back to
the early 2000s have been performed through the dynamical software EnergyPlus, which hypothesizes
that the building is located in three European cities characterized by different climatic types. The time
step considered for the future climatic scenario is thirty years. The simulation concerns the present,
the year 2050, and the year 2080.
Results presented here highlighted the impact of climate change on energy performance and the
resilience of the same building, which had different importance for the three different cities. This
underlines the need to examine the exposure the risk associated with climate change for European
cities as a function of their geographical location. Therefore, this article should be considered as the
first step towards a more extended research across Europe, considering the influence of the latitude and
the Köppen-Geiger climate class. This will allow us to understand the influence of different climatic
conditions (and mutations due to global warming in the next decades) on energy consumptions on a
European scale.
It is important to focus and examine the possible energy behavior of buildings exposed to future
weather conditions through data based on studied climatic region. It is also important to understand
the future effects on the functioning of systems dimensioned according to the outdoor temperatures
provided by the historical data. Moreover, this type of analysis can be useful to perform projections
about the future global energy demand, taking into consideration both the energy optimization effort
in the residential sector and the future evolution of the demand of the set building envelope/system.
Future development of this work will also include an in-depth analysis of the evolution of energy
consumption in a standard building in terms of number of operation hours, peak power, annual and
hourly average energy consumption, and standard deviation of energy consumption. Furthermore,
the annual amount of carbon dioxide produced will be quantified for the three time slices. Indeed,
the type of energy required must be taken into consideration. If the energy demand for heating the
residential buildings can be fulfilled through the combustion of hydrocarbon (as the methane in this
case), the energy demand for the cooling is strongly linked to electricity. This will lead to higher
costs since electricity is an energy vector that is usually more expensive than other energy sources
(especially in the future where the demand of electrical energy will increase to fulfill the demand
of the new market of electric cars). Furthermore, the electric power installed and distributed to the
national network will be higher in order to fulfill the increasing peaks in the electric energy demand for
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air-conditioning systems. However, in the future, the demand of electricity could be satisfied through
renewable energies and this, together with an elevated reduction of non-renewable energies demand
for heating, could have a reduced impact on the environment.
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